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Table C-1.  Accuracy for Runway Visual

Range

Runway Visual Range In
Feet Accuracy
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Table C-2.  Accuracy of Automated Visibility Sensors

Visibility from
Standard

Visibility Sensor

Percentage of Data Within or Exceeding Given Range

At least 80% No more than No more than
Within 18% Exceed 2% Exceed

 0 through 1 1/4  ± 1/4  ± 1/2  ± 1

 1 1/2 through
 1 3/4  + 1/4, - 1/2  + 1/2, - 3/4  ± 1

 2 through 2 1/2  ± 1/2  ± 1  ± 1

 3  + 1/2, - 1  ± 1  ± 1

 4 through 10  ± 1 RV*  ± 2 RV*  ± 2 RV*

 *RV = Reportable value, all other values in miles.
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Table C-3. Units of Measure, Range, Accuracy and Resolution of Wind
Parameters

Parameter Range Accuracy ResolutionUnits of
Measure
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Table C-4. Range and Accuracy of Sky Condition Parameters

Parameter Range
Accuracy

Amounts Heights
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Table C-5.  Temperature and Dew Point Sensor Accuracy
and Resolution (C )o

Parameter Range Accuracy Resolution
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Table C-6. Units of Measure, Range, Accuracy and Resolution of Pressure
Parameters

Parameter Range Accuracy ResolutionUnits of
Measure
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